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NOTES:

1.ALL JOINTS FROM MAIN TO
HYDRANT SHALL BE RESTRAINED.

2.PROTECT BOLTS AND THREADS
FROM CONCRETE.

3. IN UNPAVED AREAS SET
CONCRETE COLLAR 1" ABOVE THE
FINISHED GROUND. IN PAVED AREAS
SET THE CONCRETE COLLAR FLUSH
WITH THE EXISTING PAVEMENT.
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